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Device: Hausaufgang N

Device: Hausaufgang N

¢ Role: Hausaufgang
e Site: Block N

e URL: https://netbox.fem.tu-ilmenau.de/dcim/devices/386/

Networking

Front Port

Description

Patched to

Rear Port

00-01 Dose J0O7

00-01 Dose JO7 Rear /1

00-01 Dose J08

00-01 Dose JO08 Rear /1

00-02 Dose J09

00-02 Dose J09 Rear /1

00-02 Dose J10

00-02 Dose J10 Rear /1

00-03 Dose J11

00-03 Dose J11 Rear /1

00-03 Dose J12

00-03 Dose J12 Rear /1

00-04 Dose J13

00-04 Dose J13 Rear /1

00-04 Dose J14

00-04 Dose J14 Rear /1

00-05 Dose J15

00-05 Dose J15 Rear /1

00-05 Dose J16

00-05 Dose J16 Rear /1

00-06 Dose J17

00-06 Dose J17 Rear /1

00-06 Dose J18

00-06 Dose J18 Rear /1

00-07 Dose J19

00-07 Dose J19 Rear /1

00-07 Dose J20

00-07 Dose J20 Rear /1

00-08 Dose J21

00-08 Dose J21 Rear /1

00-08 Dose J22

00-08 Dose J22 Rear /1

00-09 Dose K01

00-09 Dose K01 Rear/1

00-09 Dose K02

00-09 Dose K02 Rear /1

00-10 Dose J23

00-10 Dose J23 Rear /1

00-10 Dose J24

00-10 Dose J24 Rear /1

00-11 Dose K03

00-11 Dose KO3 Rear /1

00-11 Dose K04

00-11 Dose K04 Rear /1

00-12 Dose K05

00-12 Dose KO5 Rear /1

00-12 Dose K06

00-12 Dose K06 Rear /1

00-13 Dose K07

00-13 Dose KO7 Rear /1

00-13 Dose K08

00-13 Dose KO8 Rear /1

00-14 Dose 123

00-14 Dose 123 Rear /1

00-14 Dose 124

00-14 Dose 124 Rear /1

00-15 Dose J01

00-15 Dose JO01 Rear /1

00-15 Dose J02

00-15 Dose J02 Rear /1

00-16 Dose J03

00-16 Dose JO3 Rear /1

00-16 Dose J04

00-16 Dose J04 Rear /1

00-17 Dose J0O5

00-17 Dose JO5 Rear /1

00-17 Dose J06

00-17 Dose J06 Rear /1

01-01 Dose HO09

01-01 Dose HO9 Rear /1

01-01 Dose H10

01-01 Dose H10 Rear/1
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Front Port

Description

Patched to

Rear Port

01-02 Dose H11

01-02 Dose H11 Rear /1

01-02 Dose H12

01-02 Dose H12 Rear /1

01-03 Dose H13

01-03 Dose H13 Rear/1

01-03 Dose H14

01-03 Dose H14 Rear/1

01-04 Dose H15

01-04 Dose H15 Rear /1

01-04 Dose H16

01-04 Dose H16 Rear/1

01-05 Dose H17

01-05 Dose H17 Rear/1

01-05 Dose H18

01-05 Dose H18 Rear /1

01-06 Dose H19

01-06 Dose H19 Rear /1

01-06 Dose H20

01-06 Dose H20 Rear /1

01-07 Dose H21

01-07 Dose H21 Rear /1

01-07 Dose H22

01-07 Dose H22 Rear /1

01-08 Dose H23

01-08 Dose H23 Rear /1

01-08 Dose H24

01-08 Dose H24 Rear /1

01-09 Dose 101

01-09 Dose 101 Rear /1

01-09 Dose 102

01-09 Dose 102 Rear/ 1

01-10 Dose 103

01-10 Dose 103 Rear /1

01-10 Dose 104

01-10 Dose 104 Rear / 1

01-11 Dose 105

01-11 Dose 105 Rear/ 1

01-11 Dose 106

01-11 Dose 106 Rear /1

01-12 Dose 107

01-12 Dose 107 Rear / 1

01-12 Dose 108

01-12 Dose 108 Rear /1

01-13 Dose 109

01-13 Dose 109 Rear/ 1

01-13 Dose 110

01-13 Dose 110 Rear /1

01-14 Dose 111

01-14 Dose 111 Rear /1

01-14 Dose 112

01-14 Dose 112 Rear/ 1

01-15 Dose 113

01-15 Dose 113 Rear /1

01-15 Dose 114

01-15 Dose 114 Rear / 1

01-16 Dose I15

01-16 Dose 115 Rear /1

01-16 Dose 116

01-16 Dose 116 Rear/ 1

01-17 Dose 117

01-17 Dose 117 Rear / 1

01-17 Dose 118

01-17 Dose |18 Rear /1

01-18 Dose 119

01-18 Dose 119 Rear/ 1

01-18 Dose 120

01-18 Dose 120 Rear /1

01-19 Dose 121

01-19 Dose 121 Rear /1

01-19 Dose 122

01-19 Dose 122 Rear /1

02-01 Dose F19

02-01 Dose F19 Rear /1

02-01 Dose F20

02-01 Dose F20 Rear /1

02-02 Dose F21

02-02 Dose F21 Rear /1

02-02 Dose F22

02-02 Dose F22 Rear /1

02-03 Dose F23

02-03 Dose F23 Rear /1

02-03 Dose F24

02-03 Dose F24 Rear /1

02-04 Dose GO01

02-04 Dose GO1 Rear /1

02-04 Dose G02

02-04 Dose G022 Rear /1
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Device: Hausaufgang N

Front Port

Description

Patched to

Rear Port

02-05 Dose GO03

02-05 Dose GO3 Rear /1

02-05 Dose G04

02-05 Dose G04 Rear /1

02-06 Dose GO05

02-06 Dose GO5 Rear /1

02-06 Dose G06

02-06 Dose GO6 Rear /1

02-07 Dose GO7

02-07 Dose GO7 Rear /1

02-07 Dose G08

aruba-ap-fahrradwerkstattl / EO

02-07 Dose GO8 Rear /1

02-08 Dose G09

02-08 Dose GO9 Rear /1

02-08 Dose G10

02-08 Dose G10 Rear /1

02-09 Dose G11

02-09 Dose G11 Rear/1

02-09 Dose G12

02-09 Dose G12 Rear /1

02-10 Dose G13

02-10 Dose G13 Rear/1

02-10 Dose G14

02-10 Dose G14 Rear /1

02-11 Dose G15

02-11 Dose G15 Rear /1

02-11 Dose G16

02-11 Dose G16 Rear /1

02-12 Dose G17

02-12 Dose G17 Rear /1

02-12 Dose G18

02-12 Dose G18 Rear /1

02-13 Dose G19

02-13 Dose G19 Rear /1

02-13 Dose G20

02-13 Dose G20 Rear /1

02-14 Dose G21

02-14 Dose G21 Rear /1

02-14 Dose G22

02-14 Dose G22 Rear /1

02-15 Dose G23

02-15 Dose G23 Rear /1

02-15 Dose G24

02-15 Dose G24 Rear /1

02-16 Dose HO1

02-16 Dose HO1 Rear /1

02-16 Dose H02

02-16 Dose HO2 Rear /1

02-17 Dose HO3

02-17 Dose HO3 Rear /1

02-17 Dose HO4

02-17 Dose HO4 Rear /1

02-18 Dose HO5

02-18 Dose HO5 Rear /1

02-18 Dose HO6

02-18 Dose HO6 Rear /1

02-19 Dose HO7

02-19 Dose HO7 Rear /1

02-19 Dose HO8

02-19 Dose HO8 Rear /1

03-01 Dose EO5

03-01 Dose EO5 Rear /1

03-01 Dose EO6

03-01 Dose EO6 Rear /1

03-02 Dose EQ7

03-02 Dose EQ7 Rear /1

03-02 Dose E08

03-02 Dose EO8 Rear /1

03-03 Dose EQ9

03-03 Dose EQ9 Rear /1

03-03 Dose E10

03-03 Dose E10 Rear/1

03-04 Dose E11

03-04 Dose E11 Rear/1

03-04 Dose E12

03-04 Dose E12 Rear /1

03-05 Dose E13

03-05 Dose E13 Rear/1

03-05 Dose E14

03-05 Dose E14 Rear /1

03-06 Dose E15

03-06 Dose E15 Rear /1

03-06 Dose E16

03-06 Dose E16 Rear /1

03-07 Dose E17

03-07 Dose E17 Rear /1

03-07 Dose E18

03-07 Dose E18 Rear /1

03-08 Dose E19

03-08 Dose E19 Rear /1
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Front Port

Description

Patched to

Rear Port

03-08 Dose E20

03-08 Dose E20 Rear /1

03-09 Dose E21

03-09 Dose E21 Rear /1

03-09 Dose E22

03-09 Dose E22 Rear /1

03-10 Dose E23

03-10 Dose E23 Rear /1

03-10 Dose E24

03-10 Dose E24 Rear /1

03-11 Dose FO1

03-11 Dose FO1 Rear /1

03-11 Dose F02

03-11 Dose F02 Rear /1

03-12 Dose F03

03-12 Dose FO3 Rear /1

03-12 Dose F04

03-12 Dose FO4 Rear /1

03-13 Dose FO5

03-13 Dose FO5 Rear /1

03-13 Dose F06

03-13 Dose FO6 Rear /1

03-14 Dose FO7

03-14 Dose FO7 Rear /1

03-14 Dose F08

03-14 Dose FO8 Rear /1

03-15 Dose F09

03-15 Dose FO9 Rear /1

03-15 Dose F10

03-15 Dose F10 Rear /1

03-16 Dose F11

03-16 Dose F11 Rear /1

03-16 Dose F12

03-16 Dose F12 Rear /1

03-17 Dose F13

03-17 Dose F13 Rear /1

03-17 Dose F14

03-17 Dose F14 Rear /1

03-18 Dose F15

03-18 Dose F15 Rear /1

03-18 Dose F16

03-18 Dose F16 Rear /1

03-19 Dose F17

03-19 Dose F17 Rear /1

03-19 Dose F18

03-19 Dose F18 Rear /1

04-01 Dose C15

04-01 Dose C15 Rear /1

04-01 Dose C16

04-01 Dose C16 Rear /1

04-02 Dose C17

04-02 Dose C17 Rear /1

04-02 Dose C18

04-02 Dose C18 Rear /1

04-03 Dose C19

04-03 Dose C19 Rear /1

04-03 Dose C20

04-03 Dose C20 Rear /1

04-04 Dose C21

04-04 Dose C21 Rear /1

04-04 Dose C22

04-04 Dose C22 Rear /1

04-05 Dose C23

04-05 Dose C23 Rear /1

04-05 Dose C24

04-05 Dose C24 Rear /1

04-06 Dose D01

04-06 Dose D01 Rear /1

04-06 Dose D02

04-06 Dose D02 Rear /1

04-07 Dose D03

04-07 Dose DO3 Rear /1

04-07 Dose D04

04-07 Dose D04 Rear /1

04-08 Dose D05

04-08 Dose D05 Rear /1

04-08 Dose D06

04-08 Dose D06 Rear /1

04-09 Dose D07

04-09 Dose DO7 Rear /1

04-09 Dose D08

04-09 Dose D08 Rear /1

04-10 Dose D09

04-10 Dose DQ9 Rear /1

04-10 Dose D10

04-10 Dose D10 Rear /1

04-11 Dose D11

04-11 Dose D11 Rear /1
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Device: Hausaufgang N

Front Port

Description

Patched to

Rear Port

04-11 Dose D12

04-11 Dose D12 Rear /1

04-12 Dose D13

04-12 Dose D13 Rear /1

04-12 Dose D14

04-12 Dose D14 Rear /1

04-13 Dose D15

04-13 Dose D15 Rear /1

04-13 Dose D16

04-13 Dose D16 Rear /1

04-14 Dose D17

04-14 Dose D17 Rear /1

04-14 Dose D18

04-14 Dose D18 Rear /1

04-15 Dose D19

04-15 Dose D19 Rear /1

04-15 Dose D20

04-15 Dose D20 Rear /1

04-16 Dose D21

04-16 Dose D21 Rear /1

04-16 Dose D22

04-16 Dose D22 Rear /1

04-17 Dose D23

04-17 Dose D23 Rear /1

04-17 Dose D24

04-17 Dose D24 Rear /1

04-18 Dose EO1

04-18 Dose EO1 Rear /1

04-18 Dose E02

04-18 Dose EQ2 Rear /1

04-19 Dose EO3

04-19 Dose EO3 Rear /1

04-19 Dose EO4

04-19 Dose EQ4 Rear /1

05-01 Dose BO1

05-01 Dose BO1 Rear /1

05-01 Dose B02

05-01 Dose B02 Rear /1

05-02 Dose BO3

05-02 Dose BO3 Rear /1

05-02 Dose B04

05-02 Dose B04 Rear /1

05-03 Dose B05

05-03 Dose BO5 Rear /1

05-03 Dose B06

05-03 Dose B06 Rear /1

05-04 Dose B0O7

05-04 Dose BO7 Rear /1

05-04 Dose B08

05-04 Dose BO8 Rear /1

05-05 Dose B09

05-05 Dose B09 Rear /1

05-05 Dose B10

05-05 Dose B10 Rear /1

05-06 Dose B11

05-06 Dose B11 Rear /1

05-06 Dose B12

05-06 Dose B12 Rear /1

05-07 Dose B13

05-07 Dose B13 Rear /1

05-07 Dose B14

05-07 Dose B14 Rear /1

05-08 Dose B15

05-08 Dose B15 Rear/ 1

05-08 Dose B16

05-08 Dose B16 Rear /1

05-09 Dose B17

05-09 Dose B17 Rear /1

05-09 Dose B18

05-09 Dose B18 Rear /1

05-10 Dose B19

05-10 Dose B19 Rear/ 1

05-10 Dose B20

05-10 Dose B20 Rear /1

05-11 Dose B21

05-11 Dose B21 Rear /1

05-11 Dose B22

05-11 Dose B22 Rear/ 1

05-12 Dose B23

05-12 Dose B23 Rear /1

05-12 Dose B24

05-12 Dose B24 Rear /1

05-13 Dose C01

05-13 Dose CO1 Rear /1

05-13 Dose C02

aruba-ap-n24 / PT/EQ

05-13 Dose C02 Rear /1

05-14 Dose C03

05-14 Dose C0O3 Rear /1

05-14 Dose C04

05-14 Dose C04 Rear/1
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Front Port

Description

Patched to

Rear Port

05-15 Dose CO5

05-15 Dose CO5 Rear /1

05-15 Dose C06

05-15 Dose C06 Rear /1

05-16 Dose C0O7

05-16 Dose CO7 Rear /1

05-16 Dose C08

05-16 Dose C08 Rear /1

05-17 Dose C09

05-17 Dose CO9 Rear /1

05-17 Dose C10

05-17 Dose C10 Rear /1

05-18 Dose C11

05-18 Dose C11 Rear /1

05-18 Dose C12

05-18 Dose C12 Rear/1

05-19 Dose C13

05-19 Dose C13 Rear /1

05-19 Dose C14

05-19 Dose C14 Rear /1

06-01 Dose A01

06-01 Dose A0l Rear /1

06-01 Dose A02

06-01 Dose A02 Rear /1

06-02 Dose A03

06-02 Dose AO3 Rear /1

06-02 Dose A04

06-02 Dose AO4 Rear /1

06-03 Dose A05

06-03 Dose AQO5 Rear /1

06-03 Dose A06

06-03 Dose A06 Rear /1

06-04 Dose A07

06-04 Dose AO7 Rear /1

06-04 Dose A08

06-04 Dose AO8 Rear /1

06-05 Dose A09

06-05 Dose A09 Rear /1

06-05 Dose A10

06-05 Dose A10 Rear /1

06-06 Dose All

06-06 Dose All1 Rear /1

06-06 Dose Al12

06-06 Dose A12 Rear/1

06-07 Dose Al3

06-07 Dose A13 Rear/ 1

06-07 Dose Al4

06-07 Dose Al4 Rear /1

06-08 Dose Al5

06-08 Dose Al5 Rear /1

06-08 Dose Al6

06-08 Dose A16 Rear /1

06-09 Dose Al7

06-09 Dose Al17 Rear /1

06-09 Dose A18

06-09 Dose A18 Rear /1

06-10 Dose A19

06-10 Dose A19 Rear/1

06-10 Dose A20

06-10 Dose A20 Rear /1

06-11 Dose A21

06-11 Dose A21 Rear /1

06-11 Dose A22

06-11 Dose A22 Rear /1

06-12 Dose A23

06-12 Dose A23 Rear /1

06-12 Dose A24

06-12 Dose A24 Rear /1

Dose M08 Panel M Rear /8

Dose M09 Panel M Rear /9

Dose M10 Panel M Rear /10
Dose M11 Panel M Rear /11
Dose M12 Panel M Rear /12
Dose M13 Panel M Rear /13
Dose M14 Panel M Rear / 14
Dose M15 Panel M Rear /15
Dose M16 Panel M Rear/ 16
Dose M17 Panel M Rear /17
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Device: Hausaufgang N

Front Port Description Patched to Rear Port

Dose M18 Panel M Rear /18
Dose M19 Panel M Rear /19
Dose M20 Panel M Rear / 20
Dose M21 Panel M Rear /21
Dose M22 Panel M Rear / 22
Dose M23 Panel M Rear / 23
Dose M24 Panel M Rear / 24

Flur 1.0G-1 Dose L18

aruba-ap-nl6 / EO

Panel L (Flure/KG) Rear/ 18

Flur 1.0G-2 Dose L19

aruba-ap-nl17 / EO

Panel L (Flure/KG) Rear/ 19

Flur 1.0G-3 Dose L20

aruba-ap-n18/EOQ

Panel L (Flure/KG) Rear /20

Flur 2.0G-1 Dose L15

aruba-ap-n13/EO

Panel L (Flure/KG) Rear / 15

Flur 2.0G-2 Dose L16

aruba-ap-nl14 /EO

Panel L (Flure/KG) Rear/ 16

Flur 2.0G-3 Dose L17

aruba-ap-n15/EQ

Panel L (Flure/KG) Rear /17

Flur 3.0G-1 Dose L12

aruba-ap-n10/EO

Panel L (Flure/KG) Rear/ 12

Flur 3.0G-2 Dose L13

aruba-ap-nll/EO

Panel L (Flure/KG) Rear /13

Flur 3.0G-3 Dose L14

aruba-ap-nl12 / EO

Panel L (Flure/KG) Rear / 14

Flur 4.0G-1 Dose L09

aruba-ap-n07 / EO

Panel L (Flure/KG) Rear /9

Flur 4.0G-2 Dose L10

aruba-ap-n08 / EO

Flur 4.0G-3 Dose L11

aruba-ap-n09 / EO

Panel L (Flure/KG) Rear /11

Flur 5.0G-1 Dose L06

aruba-ap-n04 / EO

Panel L (Flure/KG) Rear /6

Flur 5.0G-2 Dose LO7

aruba-ap-n05 / EO

Panel L (Flure/KG) Rear /7

Flur 5.0G-3 Dose L08

aruba-ap-n06 / EO

Panel L (Flure/KG) Rear /8

Flur 6.0G-1 Dose L03

aruba-ap-n01/EO

Panel L (Flure/KG) Rear /3

Flur 6.0G-2 Dose L04

aruba-ap-n02 / EO

Panel L (Flure/KG) Rear / 4

Flur 6.0G-3 Dose L05

aruba-ap-n03 / EO

Panel L (Flure/KG) Rear /5

Flur EG-1 Dose L21

aruba-ap-n19/EOQ

Panel L (Flure/KG) Rear /21

Flur EG-2 Dose L22

aruba-ap-n20/ EO

Panel L (Flure/KG) Rear / 22

Flur EG-3 Dose L24

aruba-ap-n21/EO

Panel L (Flure/KG) Rear / 24

Flur KG-1 Dose L23

( )
( )
( )
( )
( )
( )
( )
( )
( )
( )
Panel L (Flure/KG) Rear / 10
( )
( )
( )
( )
( )
( )
( )
( )
( )
( )
( )

Panel L (Flure/KG) Rear /23

Flur KG-2 Dose M01

Panel M Rear /1

Flur KG-3 Dose M02

Panel M Rear/ 2

Haupteingang Dose M07

Panel M Rear /7

K1-01 Dose K09

K1-01 Dose KO9 Rear /1

K1-01 Dose K10

K1-01 Dose K10 Rear /1

K1-02 Dose K11

K1-02 Dose K11 Rear /1

K1-02 Dose K12

K1-02 Dose K12 Rear /1

K1-03 Dose K13

K1-03 Dose K13 Rear/1

K1-03 Dose K14

K1-03 Dose K14 Rear /1

K1-04 Dose K15

K1-04 Dose K15 Rear/1

K1-04 Dose K16

K1-04 Dose K16 Rear /1

K1-05 Dose K17

K1-05 Dose K17 Rear /1

K1-05 Dose K18

K1-05 Dose K18 Rear /1

K1-06 Dose K19

K1-06 Dose K19 Rear/1

K1-06 Dose K20

K1-06 Dose K20 Rear /1

K1-07 Dose K21

K1-07 Dose K21 Rear /1
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Front Port

Description|Patched to

Rear Port

K1-07 Dose K22

K1-07 Dose K22 Rear /1

K1-08 Dose K23

K1-08 Dose K23 Rear /1

K1-08 Dose K24

K1-08 Dose K24 Rear /1

K1-08 Dose LO1

Panel L (Flure/KG) Rear/1

K1-08 Dose L02

Panel L (Flure/KG) Rear/ 2

Kartenleser Dose M03

Panel M Rear/ 3

Kartenleser Dose M04

Panel M Rear / 4

Waschmaschine Dose M05

Panel M Rear /5

WSA Dose M06

Panel M Rear/ 6

Rear Port

Description

Patched to

00-01 Dose J07 Rear

Patchpanel N-Br/K/] / Rear 7

00-01 Dose JO8 Rear

Patchpanel N-Br/K/) / Rear 8

00-02 Dose J09 Rear

Patchpanel N-Br/K/) / Rear 9

00-02 Dose J10 Rear

Patchpanel N-Br/K/J / Rear 10

00-03 Dose J11 Rear

Patchpanel N-Br/K/J / Rear 11

00-03 Dose J12 Rear

Patchpanel N-Br/K/) / Rear 12

00-04 Dose J13 Rear

Patchpanel N-Br/K/] / Rear 13

00-04 Dose J14 Rear

Patchpanel N-Br/K/) / Rear 14

00-05 Dose J15 Rear

Patchpanel N-Br/K/) / Rear 15

00-05 Dose J16 Rear

Patchpanel N-Br/K/) / Rear 16

00-06 Dose J17 Rear

Patchpanel N-Br/K/] / Rear 17

00-06 Dose J18 Rear

Patchpanel N-Br/K/J / Rear 18

00-07 Dose J19 Rear

Patchpanel N-Br/K/) / Rear 19

00-07 Dose J20 Rear

Patchpanel N-Br/K/) / Rear 20

00-08 Dose )21 Rear

Patchpanel N-Br/K/J / Rear 21

00-08 Dose J22 Rear

Patchpanel N-Br/K/) / Rear 22

00-09 Dose KO1 Rear

Patchpanel N-Br/K/K / Rear 1

00-09 Dose K02 Rear

Patchpanel N-Br/K/K / Rear 2

00-10 Dose J23 Rear

Patchpanel N-Br/K/J / Rear 23

00-10 Dose )24 Rear

Patchpanel N-Br/K/] / Rear 24

00-11 Dose KO3 Rear

Patchpanel N-Br/K/K / Rear 3

00-11 Dose K04 Rear

Patchpanel N-Br/K/K / Rear 4

00-12 Dose K05 Rear

Patchpanel N-Br/K/K / Rear 5

00-12 Dose K06 Rear

Patchpanel N-Br/K/K / Rear 6

00-13 Dose KO7 Rear

Patchpanel N-Br/K/K / Rear 7

00-13 Dose KO8 Rear

Patchpanel N-Br/K/K / Rear 8

00-14 Dose 123 Rear

Patchpanel N-Br/K/l / Rear 23

00-14 Dose 124 Rear

Patchpanel N-Br/K/I / Rear 24

00-15 Dose JO1 Rear

Patchpanel N-Br/K/] / Rear 1

00-15 Dose J02 Rear

Patchpanel N-Br/K/) / Rear 2

00-16 Dose J03 Rear

Patchpanel N-Br/K/) / Rear 3

00-16 Dose J04 Rear

Patchpanel N-Br/K/) / Rear 4

00-17 Dose JO5 Rear

Patchpanel N-Br/K/) / Rear 5

00-17 Dose J06 Rear

Patchpanel N-Br/K/) / Rear 6
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Device: Hausaufgang N

Rear Port Description

Patched to

01-01 Dose HO9 Rear

Patchpanel N-Br/K/H / Rear 9

01-01 Dose H10 Rear

Patchpanel N-Br/K/H / Rear 10

01-02 Dose H11 Rear

Patchpanel N-Br/K/H / Rear 11

01-02 Dose H12 Rear

Patchpanel N-Br/K/H / Rear 12

01-03 Dose H13 Rear

Patchpanel N-Br/K/H / Rear 13

01-03 Dose H14 Rear

Patchpanel N-Br/K/H / Rear 14

01-04 Dose H15 Rear

Patchpanel N-Br/K/H / Rear 15

01-04 Dose H16 Rear

Patchpanel N-Br/K/H / Rear 16

01-05 Dose H17 Rear

Patchpanel N-Br/K/H / Rear 17

01-05 Dose H18 Rear

Patchpanel N-Br/K/H / Rear 18

01-06 Dose H19 Rear

Patchpanel N-Br/K/H / Rear 19

01-06 Dose H20 Rear

Patchpanel N-Br/K/H / Rear 20

01-07 Dose H21 Rear

Patchpanel N-Br/K/H / Rear 21

01-07 Dose H22 Rear

Patchpanel N-Br/K/H / Rear 22

01-08 Dose H23 Rear

Patchpanel N-Br/K/H / Rear 23

01-08 Dose H24 Rear

Patchpanel N-Br/K/H / Rear 24

01-09 Dose 101 Rear

Patchpanel N-Br/K/l / Rear 1

01-09 Dose 102 Rear

Patchpanel N-Br/K/I / Rear 2

01-10 Dose 103 Rear

Patchpanel N-Br/K/l / Rear 3

01-10 Dose 104 Rear

Patchpanel N-Br/K/I / Rear 4

01-11 Dose 105 Rear

Patchpanel N-Br/K/I / Rear 5

01-11 Dose 106 Rear

Patchpanel N-Br/K/l / Rear 6

01-12 Dose |07 Rear

Patchpanel N-Br/K/l / Rear 7

01-12 Dose 108 Rear

Patchpanel N-Br/K/I / Rear 8

01-13 Dose 109 Rear

Patchpanel N-Br/K/I / Rear 9

01-13 Dose 110 Rear

Patchpanel N-Br/K/l / Rear 10

01-14 Dose |11 Rear

Patchpanel N-Br/K/I / Rear 11

01-14 Dose 112 Rear

Patchpanel N-Br/K/I / Rear 12

01-15 Dose 113 Rear

Patchpanel N-Br/K/l / Rear 13

01-15 Dose 114 Rear

Patchpanel N-Br/K/I / Rear 14

01-16 Dose 115 Rear

Patchpanel N-Br/K/I / Rear 15

01-16 Dose 116 Rear

Patchpanel N-Br/K/I / Rear 16

01-17 Dose 117 Rear

Patchpanel N-Br/K/l / Rear 17

01-17 Dose 118 Rear

Patchpanel N-Br/K/I / Rear 18

01-18 Dose 119 Rear

Patchpanel N-Br/K/I / Rear 19

01-18 Dose 120 Rear

Patchpanel N-Br/K/l / Rear 20

01-19 Dose 121 Rear

Patchpanel N-Br/K/I / Rear 21

01-19 Dose 122 Rear

Patchpanel N-Br/K/I / Rear 22

02-01 Dose F19 Rear

Patchpanel N-Br/K/F / Rear 19

02-01 Dose F20 Rear

Patchpanel N-Br/K/F / Rear 20

02-02 Dose F21 Rear

Patchpanel N-Br/K/F / Rear 21

02-02 Dose F22 Rear

Patchpanel N-Br/K/F / Rear 22

02-03 Dose F23 Rear

Patchpanel N-Br/K/F / Rear 23

02-03 Dose F24 Rear

Patchpanel N-Br/K/F / Rear 24

02-04 Dose GO1 Rear

Patchpanel N-Br/K/G / Rear 1
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Rear Port

Description

Patched to

02-04 Dose G02 Rear

Patchpanel N-Br/K/G / Rear 2

02-05 Dose G03 Rear

Patchpanel N-Br/K/G / Rear 3

02-05 Dose G04 Rear

Patchpanel N-Br/K/G / Rear 4

02-06 Dose GO5 Rear

Patchpanel N-Br/K/G / Rear 5

02-06 Dose G06 Rear

Patchpanel N-Br/K/G / Rear 6

02-07 Dose GO7 Rear

Patchpanel N-Br/K/G / Rear 7

02-07 Dose G08 Rear

Patchpanel N-Br/K/G / Rear 8

02-08 Dose G09 Rear

Patchpanel N-Br/K/G / Rear 9

02-08 Dose G10 Rear

Patchpanel N-Br/K/G / Rear 10

02-09 Dose G11 Rear

Patchpanel N-Br/K/G / Rear 11

02-09 Dose G12 Rear

Patchpanel N-Br/K/G / Rear 12

02-10 Dose G13 Rear

Patchpanel N-Br/K/G / Rear 13

02-10 Dose G14 Rear

Patchpanel N-Br/K/G / Rear 14

02-11 Dose G15 Rear

Patchpanel N-Br/K/G / Rear 15

02-11 Dose G16 Rear

Patchpanel N-Br/K/G / Rear 16

02-12 Dose G17 Rear

Patchpanel N-Br/K/G / Rear 17

02-12 Dose G18 Rear

Patchpanel N-Br/K/G / Rear 18

02-13 Dose G19 Rear

Patchpanel N-Br/K/G / Rear 19

02-13 Dose G20 Rear

Patchpanel N-Br/K/G / Rear 20

02-14 Dose G21 Rear

Patchpanel N-Br/K/G / Rear 21

02-14 Dose G22 Rear

Patchpanel N-Br/K/G / Rear 22

02-15 Dose G23 Rear

Patchpanel N-Br/K/G / Rear 23

02-15 Dose G24 Rear

Patchpanel N-Br/K/G / Rear 24

02-16 Dose HO1 Rear

Patchpanel N-Br/K/H / Rear 1

02-16 Dose HO2 Rear

Patchpanel N-Br/K/H / Rear 2

02-17 Dose HO3 Rear

Patchpanel N-Br/K/H / Rear 3

02-17 Dose HO4 Rear

Patchpanel N-Br/K/H / Rear 4

02-18 Dose HO5 Rear

Patchpanel N-Br/K/H / Rear 5

02-18 Dose HO6 Rear

Patchpanel N-Br/K/H / Rear 6

02-19 Dose HO7 Rear

Patchpanel N-Br/K/H / Rear 7

02-19 Dose HO8 Rear

Patchpanel N-Br/K/H / Rear 8

03-01 Dose EO5 Rear

Patchpanel N-Br/K/E / Rear 5

03-01 Dose EQ06 Rear

Patchpanel N-Br/K/E / Rear 6

03-02 Dose EO7 Rear

Patchpanel N-Br/K/E / Rear 7

03-02 Dose EO8 Rear

Patchpanel N-Br/K/E / Rear 8

03-03 Dose EQ9 Rear

Patchpanel N-Br/K/E / Rear 9

03-03 Dose E10 Rear

Patchpanel N-Br/K/E / Rear 10

03-04 Dose E11 Rear

Patchpanel N-Br/K/E / Rear 11

03-04 Dose E12 Rear

Patchpanel N-Br/K/E / Rear 12

03-05 Dose E13 Rear

Patchpanel N-Br/K/E / Rear 13

03-05 Dose E14 Rear

Patchpanel N-Br/K/E / Rear 14

03-06 Dose E15 Rear

Patchpanel N-Br/K/E / Rear 15

03-06 Dose E16 Rear

Patchpanel N-Br/K/E / Rear 16

03-07 Dose E17 Rear

Patchpanel N-Br/K/E / Rear 17
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Device: Hausaufgang N

Rear Port Description

Patched to

03-07 Dose E18 Rear

Patchpanel N-Br/K/E / Rear 18

03-08 Dose E19 Rear

Patchpanel N-Br/K/E / Rear 19

03-08 Dose E20 Rear

Patchpanel N-Br/K/E / Rear 20

03-09 Dose E21 Rear

Patchpanel N-Br/K/E / Rear 21

03-09 Dose E22 Rear

Patchpanel N-Br/K/E / Rear 22

03-10 Dose E23 Rear

Patchpanel N-Br/K/E / Rear 23

03-10 Dose E24 Rear

Patchpanel N-Br/K/E / Rear 24

03-11 Dose FO1 Rear

Patchpanel N-Br/K/F / Rear 1

03-11 Dose F02 Rear

Patchpanel N-Br/K/F / Rear 2

03-12 Dose FO3 Rear

Patchpanel N-Br/K/F / Rear 3

03-12 Dose F04 Rear

Patchpanel N-Br/K/F / Rear 4

03-13 Dose FO5 Rear

Patchpanel N-Br/K/F / Rear 5

03-13 Dose FO6 Rear

Patchpanel N-Br/K/F / Rear 6

03-14 Dose FO7 Rear

Patchpanel N-Br/K/F / Rear 7

03-14 Dose F08 Rear

Patchpanel N-Br/K/F / Rear 8

03-15 Dose F09 Rear

Patchpanel N-Br/K/F / Rear 9

03-15 Dose F10 Rear

Patchpanel N-Br/K/F / Rear 10

03-16 Dose F11 Rear

Patchpanel N-Br/K/F / Rear 11

03-16 Dose F12 Rear

Patchpanel N-Br/K/F / Rear 12

03-17 Dose F13 Rear

Patchpanel N-Br/K/F / Rear 13

03-17 Dose F14 Rear

Patchpanel N-Br/K/F / Rear 14

03-18 Dose F15 Rear

Patchpanel N-Br/K/F / Rear 15

03-18 Dose F16 Rear

Patchpanel N-Br/K/F / Rear 16

03-19 Dose F17 Rear

Patchpanel N-Br/K/F / Rear 17

03-19 Dose F18 Rear

Patchpanel N-Br/K/F / Rear 18

04-01 Dose C15 Rear

Patchpanel N-Br/K/C / Rear 15

04-01 Dose C16 Rear

Patchpanel N-Br/K/C / Rear 16

04-02 Dose C17 Rear

Patchpanel N-Br/K/C / Rear 17

04-02 Dose C18 Rear

Patchpanel N-Br/K/C / Rear 18

04-03 Dose C19 Rear

Patchpanel N-Br/K/C / Rear 19

04-03 Dose C20 Rear

Patchpanel N-Br/K/C / Rear 20

04-04 Dose C21 Rear

Patchpanel N-Br/K/C / Rear 21

04-04 Dose C22 Rear

Patchpanel N-Br/K/C / Rear 22

04-05 Dose C23 Rear

Patchpanel N-Br/K/C / Rear 23

04-05 Dose C24 Rear

Patchpanel N-Br/K/C / Rear 24

04-06 Dose D01 Rear

Patchpanel N-Br/K/D / Rear 1

04-06 Dose D02 Rear

Patchpanel N-Br/K/D / Rear 2

04-07 Dose D03 Rear

Patchpanel N-Br/K/D / Rear 3

04-07 Dose D04 Rear

Patchpanel N-Br/K/D / Rear 4

04-08 Dose D05 Rear

Patchpanel N-Br/K/D / Rear 5

04-08 Dose D06 Rear

Patchpanel N-Br/K/D / Rear 6

04-09 Dose D07 Rear

Patchpanel N-Br/K/D / Rear 7

04-09 Dose D08 Rear

Patchpanel N-Br/K/D / Rear 8

04-10 Dose D09 Rear

Patchpanel N-Br/K/D / Rear 9

04-10 Dose D10 Rear

Patchpanel N-Br/K/D / Rear 10
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Rear Port

Description

Patched to

04-11 Dose D11 Rear

Patchpanel N-Br/K/D / Rear 11

04-11 Dose D12 Rear

Patchpanel N-Br/K/D / Rear 12

04-12 Dose D13 Rear

Patchpanel N-Br/K/D / Rear 13

04-12 Dose D14 Rear

Patchpanel N-Br/K/D / Rear 14

04-13 Dose D15 Rear

Patchpanel N-Br/K/D / Rear 15

04-13 Dose D16 Rear

Patchpanel N-Br/K/D / Rear 16

04-14 Dose D17 Rear

Patchpanel N-Br/K/D / Rear 17

04-14 Dose D18 Rear

Patchpanel N-Br/K/D / Rear 18

04-15 Dose D19 Rear

Patchpanel N-Br/K/D / Rear 19

04-15 Dose D20 Rear

Patchpanel N-Br/K/D / Rear 20

04-16 Dose D21 Rear

Patchpanel N-Br/K/D / Rear 21

04-16 Dose D22 Rear

Patchpanel N-Br/K/D / Rear 22

04-17 Dose D23 Rear

Patchpanel N-Br/K/D / Rear 23

04-17 Dose D24 Rear

Patchpanel N-Br/K/D / Rear 24

04-18 Dose EO1 Rear

Patchpanel N-Br/K/E / Rear 1

04-18 Dose EQ02 Rear

Patchpanel N-Br/K/E / Rear 2

04-19 Dose EO3 Rear

Patchpanel N-Br/K/E / Rear 3

04-19 Dose E04 Rear

Patchpanel N-Br/K/E / Rear 4

05-01 Dose BO1 Rear

Patchpanel N-Br/K/B / Rear 1

05-01 Dose B02 Rear

Patchpanel N-Br/K/B / Rear 2

05-02 Dose B03 Rear

Patchpanel N-Br/K/B / Rear 3

05-02 Dose B04 Rear

Patchpanel N-Br/K/B / Rear 4

05-03 Dose B0O5 Rear

Patchpanel N-Br/K/B / Rear 5

05-03 Dose B06 Rear

Patchpanel N-Br/K/B / Rear 6

05-04 Dose BO7 Rear

Patchpanel N-Br/K/B / Rear 7

05-04 Dose B08 Rear

Patchpanel N-Br/K/B / Rear 8

05-05 Dose B09 Rear

Patchpanel N-Br/K/B / Rear 9

05-05 Dose B10 Rear

Patchpanel N-Br/K/B / Rear 10

05-06 Dose B11 Rear

Patchpanel N-Br/K/B / Rear 11

05-06 Dose B12 Rear

Patchpanel N-Br/K/B / Rear 12

05-07 Dose B13 Rear

Patchpanel N-Br/K/B / Rear 13

05-07 Dose B14 Rear

Patchpanel N-Br/K/B / Rear 14

05-08 Dose B15 Rear

Patchpanel N-Br/K/B / Rear 15

05-08 Dose B16 Rear

Patchpanel N-Br/K/B / Rear 16

05-09 Dose B17 Rear

Patchpanel N-Br/K/B / Rear 17

05-09 Dose B18 Rear

Patchpanel N-Br/K/B / Rear 18

05-10 Dose B19 Rear

Patchpanel N-Br/K/B / Rear 19

05-10 Dose B20 Rear

Patchpanel N-Br/K/B / Rear 20

05-11 Dose B21 Rear

Patchpanel N-Br/K/B / Rear 21

05-11 Dose B22 Rear

Patchpanel N-Br/K/B / Rear 22

05-12 Dose B23 Rear

Patchpanel N-Br/K/B / Rear 23

05-12 Dose B24 Rear

Patchpanel N-Br/K/B / Rear 24

05-13 Dose CO1 Rear

Patchpanel N-Br/K/C / Rear 1

05-13 Dose C02 Rear

Patchpanel N-Br/K/C / Rear 2
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Device: Hausaufgang N

Rear Port Description

Patched to

05-14 Dose C03 Rear

Patchpanel N-Br/K/C / Rear 3

05-14 Dose C04 Rear

Patchpanel N-Br/K/C / Rear 4

05-15 Dose CO5 Rear

Patchpanel N-Br/K/C / Rear 5

05-15 Dose C06 Rear

Patchpanel N-Br/K/C / Rear 6

05-16 Dose CO7 Rear

Patchpanel N-Br/K/C / Rear 7

05-16 Dose C08 Rear

Patchpanel N-Br/K/C / Rear 8

05-17 Dose C09 Rear

Patchpanel N-Br/K/C / Rear 9

05-17 Dose C10 Rear

Patchpanel N-Br/K/C / Rear 10

05-18 Dose C11 Rear

Patchpanel N-Br/K/C / Rear 11

05-18 Dose C12 Rear

Patchpanel N-Br/K/C / Rear 12

05-19 Dose C13 Rear

Patchpanel N-Br/K/C / Rear 13

05-19 Dose C14 Rear

Patchpanel N-Br/K/C / Rear 14

06-01 Dose AO1 Rear

Patchpanel N-Br/K/A /1

06-01 Dose A02 Rear

Patchpanel N-Br/K/A / 2

06-02 Dose AO3 Rear

Patchpanel N-Br/K/A / 3

06-02 Dose A04 Rear

Patchpanel N-Br/K/A / 4

06-03 Dose AO5 Rear

Patchpanel N-Br/K/A /5

06-03 Dose A06 Rear

Patchpanel N-Br/K/A / 6

06-04 Dose A07 Rear

Patchpanel N-Br/K/A [ 7

06-04 Dose A08 Rear

Patchpanel N-Br/K/A / 8

06-05 Dose A09 Rear

Patchpanel N-Br/K/A /9

06-05 Dose A10 Rear

Patchpanel N-Br/K/A / 10

06-06 Dose All Rear

Patchpanel N-Br/K/A /11

06-06 Dose Al12 Rear

Patchpanel N-Br/K/A [ 12

06-07 Dose Al13 Rear

Patchpanel N-Br/K/A /13

06-07 Dose Al4 Rear

Patchpanel N-Br/K/A / 14

06-08 Dose A15 Rear

Patchpanel N-Br/K/A / 15

06-08 Dose A16 Rear

Patchpanel N-Br/K/A / 16

06-09 Dose Al7 Rear

Patchpanel N-Br/K/A /17

06-09 Dose Al18 Rear

Patchpanel N-Br/K/A / 18

06-10 Dose A19 Rear

Patchpanel N-Br/K/A / 19

06-10 Dose A20 Rear

Patchpanel N-Br/K/A / 20

06-11 Dose A21 Rear

Patchpanel N-Br/K/A / 21

06-11 Dose A22 Rear

Patchpanel N-Br/K/A [ 22

06-12 Dose A23 Rear

Patchpanel N-Br/K/A / 23

06-12 Dose A24 Rear

Patchpanel N-Br/K/A / 24

K1-01 Dose K09 Rear

Patchpanel N-Br/K/K / Rear 9

K1-01 Dose K10 Rear

Patchpanel N-Br/K/K / Rear 10

K1-02 Dose K11 Rear

Patchpanel N-Br/K/K / Rear 11

K1-02 Dose K12 Rear

Patchpanel N-Br/K/K / Rear 12

K1-03 Dose K13 Rear

Patchpanel N-Br/K/K / Rear 13

K1-03 Dose K14 Rear

Patchpanel N-Br/K/K / Rear 14

K1-04 Dose K15 Rear

Patchpanel N-Br/K/K / Rear 15

K1-04 Dose K16 Rear

Patchpanel N-Br/K/K / Rear 16

K1-05 Dose K17 Rear

Patchpanel N-Br/K/K / Rear 17
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Rear Port Description|Patched to

K1-05 Dose K18 Rear Patchpanel N-Br/K/K / Rear 18
K1-06 Dose K19 Rear Patchpanel N-Br/K/K / Rear 19
K1-06 Dose K20 Rear Patchpanel N-Br/K/K / Rear 20
K1-07 Dose K21 Rear Patchpanel N-Br/K/K / Rear 21
K1-07 Dose K22 Rear Patchpanel N-Br/K/K / Rear 22
K1-08 Dose K23 Rear Patchpanel N-Br/K/K / Rear 23
K1-08 Dose K24 Rear Patchpanel N-Br/K/K / Rear 24
Panel L (Flure/KG) Rear Patchpanel N-Br/K/L / Rear
Panel M Rear Patchpanel N-Br/K/M / Rear
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